The aging of porcelain insulators is responsible for the failure of power utilities. Porcelain insulators from different places in South Korea, possessing various aging times and years of installation, have been investigated to carry out lifetime statistics. These samples have a mass of 36,000 lbs and are operated at 154 kV. X-ray fluorescence (XRF) and scanning electron microscopy (SEM) were performed on the porcelain bodies of the samples collected. XRF and SEM revealed trends in the weight percentage of SiO 2 , Al 2 O 3 , and Fe 2 O 3 in the porcelain bodies of the collected samples. The SiO 2 and Fe 2 O 3 weight percentage reduced to 8.93% and 73.17%, respectively, in sample C compared to A. However, the Al 2 O 3 weight percentage increased to 16.23% in sample C compared to sample A. This change in weight percentage of SiO 2 , Fe 2 O 3 , and Al 2 O 3 contributed toward enhancing the mechanical and electrical properties of the insulators. Mechanical load tests with electrical voltage (M&E), thermal and mechanical load tests (T&M), and hardness tests (HRB) were performed to evaluate these characteristics. Experiments revealed an increase of 90.9% in the inequality factor (K) in sample C compared to A. The impact of constituents of porcelain on the lifetime expectancy of a porcelain insulator was reported by implementing statistical strategies, such as the Weibull distribution.
Introduction
Power industries are highly cautious regarding the aging assessment of transmission systems. The consistency and durability of insulators are extremely necessary for the efficient performance of power utilities. Despite insulators being only 5% of the capital cost, they require 70% of the maintenance costs of transmission lines [1] [2] [3] . Many works have been reported regarding the failure of porcelain insulators due to impulsive stresses caused by electrical, mechanical, thermal, and various environmental stresses. These stresses lead to the failure of the insulator, either mechanically or electrically. The failure probability is highly dependent on the mechanical and electrical characteristics of insulators, as mechanical and electrical properties are responsible for the strength of the insulator. It has been reported in many articles that the composition constituents of the porcelain body has a large impact on the mechanical and electrical characteristics of insulators [4] [5] [6] [7] . This article focused on studying the relation between the failure probability of insulators and the weight percentage of porcelain contents, such as SiO 2 , Al 2 O 3 , and Fe 2 O 3 , for the lifetime assessment of a porcelain insulator. Many articles have been reported on the contribution of SiO 2 , Al 2 O 3 , and Fe 2 O 3 in porcelain insulators. Riahi et al. reported that whenever porcelain insulators having SiO 2 as the major component have been subjected for firing at higher temperatures, the corners of the quartz (SiO 2 ) particles are dissolved into feldspar. Thus, this decreases the solid quartz (SiO 2 ) content, leading to a degradation of mechanical strength [8] [9] [10] [11] . Therefore, the firing temperature has to be performed attentively in the case of porcelain insulators that have quartz (SiO 2 ) as a major portion. However, another considerable issue with insulators having SiO 2 as a major portion is the difference in the thermal coefficient of the quartz grain and matrix around it. This condition leads to tensile stress in the quartz grains, and the surrounding matrix undergoes compressive stress. Thus, micro cracks are generated, which reduces the bulk density of the porcelain body of the insulators. However, in the case where SiO 2 has been altered with Al 2 O 3 in the porcelain body, the density of the fired porcelain body improves. At the same time, Noori reported on the replacement of SiO 2 with Al 2 O 3 to enhance the bending strength of electrical porcelain bodies. This improves the mechanical and electrical strength of the insulator [9] . Furthermore, Piva reported that Fe 2 O 3 enhances the dielectric constant and loss tangent, which tends to result in an increase in heating through dielectric losses [1, 12, 13] .
Porcelain insulator samples were collected from various power transmission lines throughout South Korea, which were 36,000 lbs and operated at 154 kV. These insulators were discarded from utility systems to assess the condition of similar samples. The samples collected were categorized into three sections according to the year of installation. Mechanical load tests with electrical voltage (M&E), thermal and mechanical load tests (T&M), and hardness tests (HRB) were performed on all three categories of insulators to evaluate their mechanical and electrical characteristics. X-ray fluorescence (XRF) and scanning electron microscopy (SEM) characterization techniques were adapted to study the detailed change in weight percentage of the SiO 2 , Al 2 O 3 , and Fe 2 O 3 and its impact on the microstructure of the porcelain of porcelain insulators. Finally, statistical distributions were implemented to analyze the trends of the probability of failure of collected samples depending on the constituents of the porcelain body. Many researchers have performed research on the lifetime assessment of porcelain insulators before. Most of the articles predicted the useful life of insulators to be more than 40 years. However, some also reported active lives below 30 years [14] . This study investigated the dependency of the mechanical and electrical characteristics of porcelain insulators on the porcelain constituents. Further, the relation between the probability of failure of porcelain insulators with varying weight percentages of SiO 2 , Al 2 O 3 , and Fe 2 O 3 was found.
Influence of the Material Contents of Porcelain Body on the Electrical and Mechanical Properties of Porcelain Insulators
Porcelain insulator samples that were manufactured in different years with a mass of 36,000 lbs and operated at 154kV were collected from various power transmission lines in South Korea. These were discarded from utility systems to assess the condition of similar samples. Table 1 shows the essential specifications of the insulators required for the evaluation of the aging state. The M&E and T&M loading tests were performed on insulators to evaluate their mechanical and electrical strengths. Load tests were performed as per the Acronym for the American National Standards Institute ANSI. Instron TM hydraulic press with a maximum capacity of 135,000 lbs has been used. The mechanical load was raised up to load of 50% of the M&E rating and fixed at this value for 1 min. Consequently, a thermal chamber was maintained with 24-h cycles with two temperature levels, −30 • C and 40 • C, and the insulator had to withstand for 4 h. Figure 1 shows the condition of the insulator samples that failed the load tests. During the load tests, these failed samples showed different issues like cap separation, pulling out of pins, breaking of the porcelain body, etc. Table 1 shows specifications of the insulators collected from different places in South Korea. Remarks represent location of porcelain insulator at which failure occur. The collected samples were categorized into three sections according to the constituents of the porcelain body and the manufacturing year. Tables 1 and 2 show that the average load at which failure occurred increased approximately 14.7% in samples manufactured in 2005 compared to those manufactured in 1975. The quality factor (K), which evaluates any insulator mechanically and electrically, was calculated. For a passing load test, K should be greater than 3 [8] . It was observed that there was an increase of 90.95% in K in the case of samples manufactured in 2005 compared to those manufactured in 1975.
where QM is the initial quality index, QA is the current quality index, and Yu is the remaining lifetime. The collected samples were categorized into three sections according to the constituents of the porcelain body and the manufacturing year. Tables 1 and 2 show that the average load at which failure occurred increased approximately 14.7% in samples manufactured in 2005 compared to those manufactured in 1975. The quality factor (K), which evaluates any insulator mechanically and electrically, was calculated. For a passing load test, K should be greater than 3 [8] . It was observed that there was an increase of 90.95% in K in the case of samples manufactured in 2005 compared to those manufactured in 1975.
where Q M is the initial quality index, Q A is the current quality index, and Y u is the remaining lifetime. Figure 2 shows change in the trend of K of the porcelain insulators for samples manufactured in 1975, 1995, and 2005 . Further, the hardness was evaluated to confirm the trend of the mechanical strength increase by implementing the HRB hardness test. Figure 3 shows the results of the HRB hardness test. The average result of the HRB test for the collected samples was calculated to be 119.8, 119.4, and 121.8 for samples produced in 1975, 1995, and 2005, respectively. The standard deviation was calculated and plotted in Figure 2 to check the distance of each data point from the mean hardness values observed. Figure 2 shows that the standard deviation decreased in samples manufactured later compared to earlier insulators. It can be deduced from the above experiments that the mechanical and electrical properties were enhanced with the increasing year of production. Further, XRF and SEM were performed to study the elemental composition change and microstructural condition in the porcelain insulators with increasing years to investigate the reason for the improvement in electrical and mechanical properties. The XRF results are shown in Table 3 for the collected samples. Microstructural analysis performed using SEM, as shown in Figure 4 , depicts a huge porosity in sample A, which enhanced the tendency for cracking in these porcelain insulators.
Appl. Sci. 2020, 10, x FOR PEER REVIEW 4 of 11 Figure 2 to check the distance of each data point from the mean hardness values observed. Figure 2 shows that the standard deviation decreased in samples manufactured later compared to earlier insulators. It can be deduced from the above experiments that the mechanical and electrical properties were enhanced with the increasing year of production. Further, XRF and SEM were performed to study the elemental composition change and microstructural condition in the porcelain insulators with increasing years to investigate the reason for the improvement in electrical and mechanical properties. The XRF results are shown in Table 3 for the collected samples. Microstructural analysis performed using SEM, as shown in Figure 4 , depicts a huge porosity in sample A, which enhanced the tendency for cracking in these porcelain insulators. 
Statistical Analysis of the Constituents of Porcelain and the Probability of Failure of Porcelain Insulators
Among all statistical techniques, the Weibull distribution is popular for analyzing the failure probability with fewer data points. In this case, 10 samples were considered for studying the failure probability of the porcelain insulators. The Weibull distribution has the potential to provide an 
Among all statistical techniques, the Weibull distribution is popular for analyzing the failure probability with fewer data points. In this case, 10 samples were considered for studying the failure probability of the porcelain insulators. The Weibull distribution has the potential to provide an accurate failure analysis with a low number of samples (n < 20) [15] [16] [17] [18] [19] [20] [21] . Another advantage identified with Weibull analysis is that it provides a logical and effortless graphical plot of the required lifetime expectancy. The graphical plot analysis is quite significant for researchers. The two most significant parameters in the case of a Weibull distribution are the shape (α) and the scale factor (β). Here, a two-parameter Weibull distribution was used to predict the lifetime of the porcelain insulators. 
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where i is the rank of the data point. For each breakdown load value, (t i ), a value was assigned:
For each probability of failure, F(i,n) was expressed as:
The estimates of failure, i.e., α and β was calculated using: α = slope of the Weibull plot,
where b is the y-intercept. Considering a two-parameter Weibull distribution, the failure probability was calculated using:
where F(t) is the cumulative probability of failure, t is the failure load, α is the shape factor, β is the scale factor, and n is the number of samples In this study, six cases were considered to find the lifetime expectancy of the insulators. Three case study probabilities of failure were based on the mechanical load test with electric voltage (M&E) on insulators. However, another three studies dealt with the probability of failure based on the thermal and mechanical load test on the insulators. The correlation factor for all six cases were checked as stated before in this section. These cases satisfied the Weibull adequacy criterion where the correlation coefficient was greater than 2/ √ n. The correlation coefficient was calculated to be 0.64, 0.84, and 0.95, respectively, for the three case studies mentioned above. Consequently, α and β values were calculated to be α = 7.69 and β = 20,952.22, α = 32.27 and β = 22,378.61, and α = 45.66 and β = 22,743.4, respectively, for samples A, B, and C. The probability of failure was also calculated according to the Weibull function using Equation (7) . The probability of failure was calculated to be 9%, 3%, and 0.4%, respectively, for the same sequence of samples mentioned above. Further, the probability of failure based on the thermal and mechanical load test on samples A, B, and C were calculated. The correlation factors were 0.65, 0.97, and 0.98, respectively. It was checked that for all cases, the correlation coefficient was greater than 2/ √ n. Consequently, the α and β values were calculated to be α = 6.96 and β = 21,284.8, α = 46.84 and β = 22,859.07, and α = 59.82 and β = 23,078.26, respectively, for samples A, B, and C. Additionally, the probability of failure was calculated to be 8%, 1.2%, and 1%, respectively, for samples A, B, and C. All six cases of load failure were re-evaluated by implementing the normal function. The calculated probability of failure was 7%, 3%, and 0.1%. Additionally, the probability of failure was also calculated by implementing a normal distribution on the T&M load test. The calculated probability of failure was 6%, 1.3%, and 0.9%, respectively, for samples A, B, and C. The normal probability was calculated using an in-built normal function of a spreadsheet. Both evaluation process results for calculating the probability of failure of the insulators were approximately similar. Figures 5 and 6 depict the cumulative failure probability of porcelain insulators by implementing the Weibull distribution with a 95% confidence. These plots also ensured the adequacy of the Weibull distribution. Figure 7 gives the relation between the average value of the loads at which failure occurred based on both load tests, i.e., M&E and T&M, and the weight percentage of SiO 2 , Al 2 O 3 , and Fe 2 O 3 in the porcelain body. Our calculations for the probability of failure gave the load at which failure would occur increased by 14.70% on average from sample A to C. Additionally, the probability of failure was reduced by 91.5% on average from sample A to C. In this study, load tests, hardness tests, and SEM were performed to study the improvement in mechanical and electrical properties of insulators with the later manufacturing years. Also, elemental analysis XRF was performed to study the reason for the improvement in the electrical and mechanical properties with the later manufacturing years. A statistical strategy was implemented to calculate the probability of failure. Figures 7 and 8 show that due to changes in the elemental composition (SiO 2 , Al 2 O 3 , and Fe 2 O 3 ) of porcelain insulators with later years of production, the loads at which failure occurred increased and the probability of failure decreased. Thus, changes in the SiO 2 , Al 2 O 3 , and Fe 2 O 3 composition of porcelain insulators with later manufacturing years increased the electrical and mechanical properties and decreased the probability of failure. It was inevitable that due to the change in the trend of the weight percentage of SiO 2 , Al 2 O 3 , and Fe 2 O 3 , the value of the load at which failure occurred was enhanced by 14.70% on average, as seen in Figure 7 . Thus, it can be concluded that the trend in the weight percentage of SiO 2 , Al 2 O 3 , and Fe 2 O 3 in porcelain insulators was responsible for the decrease in the probability of failure by an average of 91.5%. Figure 8 shows this relation clearly. 
Conclusions
An insulators must withstand rigorous stress as it is an outdoor device. Due to this, the aging cycle is hastened in insulators, which affects the mechanical and electrical characteristics of the insulators. Although an initial visual inspection is possible, almost all cases require experimental and statistical studies for a proper prediction of failure. This paper studied insulator samples that were collected from different power utilities in South Korea and had a weight of 36,000 lbs and operated at 154 kV. It was observed from load test and hardness test results that with later manufacturing years, the load at which failure occurred increased by 14.7% in average. K increased by 90.9% on average in the case of sample C compared to A. Characterizations using XRF and SEM 
An insulators must withstand rigorous stress as it is an outdoor device. Due to this, the aging cycle is hastened in insulators, which affects the mechanical and electrical characteristics of the insulators. Although an initial visual inspection is possible, almost all cases require experimental and statistical studies for a proper prediction of failure. This paper studied insulator samples that were collected from different power utilities in South Korea and had a weight of 36,000 lbs and operated at 154 kV. It was observed from load test and hardness test results that with later manufacturing years, the load at which failure occurred increased by 14.7% in average. K increased by 90.9% on average in the case of sample C compared to A. Characterizations using XRF and SEM were performed to investigate the reason for this. The XRF and SEM analysis showed there was a 8.93% and 73.17% decrease in the weight percentage of SiO 2 and Fe 2 O 3 and a 16.23% increase in the weight percentage of Al 2 O 3 from sample A to C. The mechanical and electrical properties improved, as depicted by an increase in the K value of sample C. The Weibull distribution was implemented on the results to predict the probability of failure for the insulators. The goodness of fit was evaluated before the implementation of the Weibull analysis, as depicted in Figures 5 and 6 . The Weibull estimates α and β were calculated. The probability of the load at which failure occurred was observed to increase on average by 14.7% with a new trend line of the weight percentage of the porcelain body in sample C. The probability of failure was calculated for all insulators. The probability of failure decreased by 91.5% on average from sample A to C. Hence, it can be concluded from this work that the life expectancy of a porcelain insulator is dependent on the weight percentage of SiO 2 , Fe 2 O 3 , and Al 2 O 3 of the porcelain body of an insulator where sample A was the most deteriorated and sample C was the least deteriorated sample among the three samples. 
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